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PART E – SPECIFICATIONS

Section 03 30 00

Replace:  Replace this section in it’s entirety with section 03 30 00 R1 provided as part of this
addendum.

Section 26 09 10

Revise 1.2 to read: All thermostats in exposed areas except gymnasium shall be complete with lockable
Lexcan vandal resistant guards. Thermostats shall be 7-day programmable with night set
back functions and 3-hour override function.

DRAWINGS

Replace:  286-2007_Drawing_M3_R0 with 286-2007 _Addendum_ Drawing M3_R1

Replace:  286-2007_Drawing_M4_R0 with 286-2007 _Addendum_ Drawing M4_R1
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