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PART B – BIDDING PROCEDURES 

Revise: B2.1 to read: The Submission Deadline is 12:00 noon Winnipeg time, February 16th, 2021. 

PART D – SUPPLEMENTAL CONDITIONS 

Revise: D4.3(c)(viii) to read: Interior roof repairs – Install joist hangers and reinforce roof joists and associated works 

Delete: D4.3(d)(i) 

Delete: D4.3(d)(ii) 

Delete: D4.3(d)(iii) 

Delete: D4.3(d)(iv) 

Delete: D4.3(d)(vi) 

Add: D6(d)(viiii) Coordinate with Manitoba Hydro to review and update if required existing facility power 
supply from Manitoba Hydro for new construction including renewing service 
conduit/overheads/transformers to the Station 

Revise: D7.2(b) (ii)(c) to read: New level sensors, alarms, and transmitters or upgrades if required.  

Revise: D7.2(b) (ii)(f) to read: All electrical, automation and instrumentation design must be designed to operate and 
integrate with existing components, i.e. Scada Systems, flood and lift pumps and motors, 
fans etc. in the respective LFPS.  

Add: D7.2(b)( ii)(j) Temporary Power will be required during construction to 
maintain and keep operational lift Station pumps.  

 

 

Add: D7.2(b)( iii)(k) Provide control narrative for the Contractor to program the PLC and set up 
communication. The Consultant will be responsible for this and will need to submit to the 
Department during the design process. 
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Delete: D7.2(c) (ii) 

Revise: D7.2(d)( i)(f) to read: Interior roof repairs – Install joist hangers and reinforce roof joists 

Delete: D7.2(d)( i)(g) 

Delete: D7.2(d)( i)(h) 

Delete: D7.2(d)( i)(i) 

Delete: D7.2(d)( i)(j) 

 


