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Figure 2e is how the existing pumps sit in the draft discharge tubes.
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d1 = 675 mm
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d4 = 390 mm
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d2 = 585 mm
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d3 = 585 mm
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h3 = 430 mm
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h4 = 2015 mm

ksapiak2
Textbox
h2 = 2453 mm

ksapiak2
Textbox
h1 = 2500 mm
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h7 = 420 mm
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D = 711 mm
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d9 = 1100 mm
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d8 = 710 mm
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d7 - 600 mm
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s1 - 8 mm
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X is the location where the existing pumps secure and seal to the draft discharge tube. New pumps to secure and seal to this location as indicated in tender section E4.1 (d).
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d1, d2 and h3 are important dimensions











 

Picture of Existing UV Pump and Nameplate 

 

 

Picture of Existing Pump (Lower) 



 

Picture of Existing Interior UV Pump Control Panel 

 

 

Picture of Existing Interior UV Pump Control Panel showing KSB Pump Safe Relays 
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These relays are to be replaced by new sensors for each pump control panel
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