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Regrade Boulevard to slope away from
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Berm over new LDS outflow pipe. Slope
at Max 3:1 from top of berm to design
grade. Min Cover over LDS pipe
250mm. Native soils acceptable for
building up berm. Topsoil and seed to
grass.

New Controlled Surface Discharge Pipe.
See Detail.
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Pipe Bedded On Undistrurbed
Subgrade, Backfill and Build up Berm
with Native Materials.

150mm Outflow Pipe c/w Concrete
Grouted Discharge Pipe. Host Pipe

Inlet to be 25mm Below Design Grade.
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EX PROP
Slope Direction

Topo Grade

Watermain

Wastewater Sewer

Land Drainage Sewer

Hydrant

Curb Stop

Valve

Manhole

150 WM

250 WWS 250 WWS

150 WM

300 LDS 300 LDS

UNITS: Whole numbers are millimetres (mm)
Decimal numbers are metres (m)

Convert Metric to Standard 1.0m = 3.2808ft

LEGEND

Ponding Area

Catch Basin

100

0.64%

Construction Specifications
1. All construction to conform to City of Winnipeg, Standard

Construction Specifications and all references contained herein refer
to these specifications. "SD" refers to City of Winnipeg standard
details.

2. All materials used for construction must conform to City of Winnipeg,
Approved Products for Undergound Use Within the City of Winnipeg
except as indicated otherwise.

3. General Design Notes
3.1. No existing water or wastewater services to the site.
3.2. Proposed development is non-sprinklered.
3.3. No sump pits required.

4. Service Connections
4.1. Water Service to CW-2110

3.1.1. 25mmØ Copper.
3.2. WWS & LDS Service

3.1.1. To CW2030/2130, Detail SD-014
3.1.2. 150mmØ SDR35 PVC

3.2. Bedding to be Class B according SD-001.
3.3. Backfill according to SD-002:

3.1.1. In paved areas Class 2 or 3.
3.1.2. In landscaped areas Class 5.SD-001 Class 'B' Bedding

Typical
3.2. SD-002:

3.2.1. Class '5' Backfill in landscaped & untraveled areas
3.2.2. Class '2' Backfill in gravel, hard-surfaced & traveled areas
3.5.3. Consult Geotechnical Report and geotechnical engineer to

confirm the suitability of native soils for backfill.
3.6. SD-027B for Meter installation
3.7. Flushing, Disinfection, Chlorination, Sampling & Testing to

CW-2125.

4. Pre- & Post-Development
4.1. Gross Site Area: 572 m2
4.2. See Tables for calculations.
4.3. This is a combined sewer district. Clause 8 has been satisfied.

General Notes
5. Contractor to obtain all necessary permits.
6. Contractor to obtain clearances from all utilities before excavating.

Confirm all existing infrastructure information in field before
construction. Notify the Engineer immediately of any discrepancies
that affect installation or design.

7. Confirm all dimensions before beginning construction.
6. Consult Geotechnical Report and geotechnical engineer to confirm

the suitability of native soils for backfill.
7. Topographic Surveyby Dixon & Co. 13 Jan 2021. Elevations are

Geodetic using GPS Observations to GCVD28.
8. For abbreviated elevations add 200.00 to obtain geodetic elevations.
9. Existing mains information obtained from City of Winnipeg GIS.
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