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NEW MIN. 24 GA. PREFABRICATED GALV.
OVERFLOW SCUPPER FLASHING
SET IN ROOF CEMENT, SIZE TO SUIT
EXISTING OPENING
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CONTINOUS TERMINATION STRIP,
FASTENED TO EXISTING BRICK PARAPET

FASTENERS @ 100 o/c

WALL BASE FLASHING
WRAP INTO SCUPPER

MIN. 100mm
WALL CAP FLASHING

WRAP INTO SCUPPER
MIN. 100mm
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EXTEND CAP SHEET
INTO SCUPPER

MIN. 100mm
EXTEND BASE SHEET

INTO SCUPPER
MIN. 100mm

ROOF BASE FLASHING
OVERLAP MIN. 200mm

T.O. PARAPET
293.957 m

ROOF LEVEL
293.184 m
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NEW PRE-FINISHED
PARAPET CAP FLASHING

EXISTING DOUBLE WYTH
BRICK WALL

EXISTING TRIPLE WYTH
BRICK WALL

EXISTING STONE
PARAPET CAP
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CONTINOUS TERMINATION STRIP,
FASTENED TO EXISTING BRICK PARAPET
FASTENERS @ 100 o/c

WALL BASE FLASHING
EXTEND TO BASE SHEET
OVERLAP MIN. 200mm

CANT STRIP

WALL CAP FLASHING
EXTEND TO CAP SHEET
OVERLAP MIN. 200mm

EXTEND CAP SHEET
UP PARAPET WALL
MIN. 200mm

EXTEND BASE SHEET
UP PARAPET WALL
 MIN. 200mm
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ENTRANCE ROOF LEVEL
290.292 m
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NEW PRE-FINISHED
DRIP FLASHING

EXISTING TRIPLE WYTH
BRICK WALL

EXISTING CONCRETE
ENTANCE ROOF SLAB

EXISTING GLASS BLOCK
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38x89 BLOCKING
AROUND PERIMETER

NEW PRE-FINISHED
HIGH/LOW FLASHING

CUT 3mm WIDE x 10mm DEEP
REGLET & SEAL100
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40
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SLOPE 1.4% DN

EXTEND CAP SHEET
OVER DRIP FLASHING
MIN. 100mm

EXTEND BASE SHEET
OVER DRIP FLASHING
MIN. 100mm

ROOF BASE FLASHING
OVERLAP MIN. 200mm

NEW PRE-FINISHED
125x125 EAVESTROUGH

NEW PRE-FINISHED
OPEN FACE RWL

REFER TO DETAIL
ON DWG A104

EXTEND CAP SHEET
OVER HIGH/LOW FLASHING

MIN. 100mm

EXTEND BASE SHEET
OVER HIGH/LOW FLASHING

MIN. 100mm

ROOF BASE FLASHING
OVERLAP MIN. 200mm

B

7

CUT 3mm WIDE x 10mm DEEP REGLET
INTO EXISTING BRICK,
PLACE NEW PRE-FINISHED
PARAPET CAP FLASHING IN REGLET
AND SEAL

EXISTING BRICK
CHIMNEY
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A102 SCALE:  1 : 5

2 TYPICAL SCUPPER OVERFLOW DETAIL
A102 SCALE:  1 : 5

1 TYPICAL PARAPET DETAIL

A102 SCALE:  1 : 10

3 LOWER ROOF SECTION

A102 SCALE:  1 : 10

4 NEW PARAPET CAP FLASHING DETAIL
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1 99% CLIENT REVIEW 19.06.14 KK
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