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Room Room Floor Base Walls Ceiling
No. Name North South West East

Paint Gloss Paint Gloss Paint Gloss Paint Gloss Paint Gloss Height
Code Level Code Level Code Level Code Level Code Level REMARKS

101 Universal Toilet Room Concrete/ Sealed - Exist. 4.2A G3 Masonry Block 4.2A G3 Exist./ Masonry Block 4.2A G3 Exist./ Masonry Block 4.2A G3 GWB 9.2A G3 ±8'9 1/2" to match existing
102 W.C./ Jan. Exist. Concrete/ Sealed - Exist. 4.2A G3 Exist. 4.2A G3 Exist. 4.2A G3 Exist. 4.2A G3 Exist. 9.2A G3 ±8'9 1/2" new concrete floor as req'd
103 Garage Exist. Concrete - GWB/ Masonry Block/ Exist. 9.2A/ 4.2A G3 Exist. 4.2A G3 GWB/ Masonry Block/ Exist. 9.2A/ 4.2A G3 GWB 9.2A G5 Exist. - - ±8'9 1/2" existing ceiling structure to remain
104 Office Exist. Concrete - Masonry Block 4.2A G3 GWB 9.2A G5 Exist. 4.2A G3 Exist./ Masonry Block 4.2A G3 Exist. - - ±8'9 1/2" existing ceiling structure to remain

ROOM FINISH SCHEDULE

DOOR SCHEDULE

Door Door Door Door Frames ULC Door
No. Size Type Thick Material Core Glazing Finish Type Construction Material Finish Hardware Label Sign REMARKS

D101 1100 x 2134 A 45 Steel Insulated Paint 1 Welded Steel Paint 1 Yes power actuated door
D102 915 x 2134 A 45 Steel Hollow Paint 1 Welded Steel Paint 2
D103A 915 x 2134 A 45 Steel Insulated Paint 1 Welded Steel Paint 3
D103B Exist. 4 replace weatherstripping 
D104 915 x 2134 A 45 Steel Hollow Paint 1 Welded Steel Paint 5

DOOR TYPES FRAME TYPES

NOTE: EXISTING 
MASONRY BLOCK 
WALL DOES NOT 
REQUIRE LATEX 
BLOCK FILLER.

A 1

62
6

752

762

32

76
0

50mm x 50mm x 6mm HSS FRAME
- HOT DIP GALVANIZED FINISH

REFER TO STRUCTURAL FOR
CONNECTION DETAILS

10
2

32mm IPE PLANKING - REFER TO 
STRUCTURAL FOR CONNECTION DETAILS

38mm x 38mm x 3mm ANGLE
- HOT DIP GALVANIZED FINISH

1840

1801660

62
6

32

76
0

32mm IPE PLANKING - REFER TO STRUCTURAL
FOR CONNECTION DETAILS

50mm x 50mm x 6mm HSS FRAME
- HOT DIP GALVANIZED FINISH10

2 REFER TO STRUCTURAL FOR
CONNECTION DETAILS

3321

GWB
2670

EXIST

MTL
2640

A

B

101
UNIVERSAL

TOILET ROOM

102
W.C./JAN

104
OFFICE

103
GARAGE

MTL
2640

10
36
3

28
04

23
46

52
14

6706

33533353

LEGEND

EXIST

EXIST

LEGEND

GWB CEILING

RECESSED LED LIGHT FIXTURE. 
REFER TO ELECTRICAL.

WALL MOUNTED LED LIGHT 
FIXTURE. REFER TO 
ELECTRICAL.

CEILING MOUNTED LIGHT 
FIXTURE. REFER TO 
ELECTRICAL.

EXISTING WOOD CEILING

W.C. / JANITOR  #103
SCALE: 1:50

2
A2.1A5.1

REFLECTED CEILING PLAN
SCALE: 1:50

D
A2.1A5.1

DETAIL: CHANGE BENCH
SCALE: 1:10

10
A2.1A5.1

DETAIL: CHANGE BENCH
SCALE: 1:10

11
A2.1A5.1


	A5.1-REFLECTED CEILING PLAN,  INTERIOR ELEVATIONS, DETAILS, SCHEDULES
	2/A5.1
	2/A5.2
	3/A5.1
	3/A5.2
	3/A5.3
	3/A5.4
	Viewport-1
	Viewport-2


		2021-10-20T16:08:26-0500
	Donald Kenneth Oliver -- Architect - MAA


		2021-10-20T16:07:54-0500
	Donald Kenneth Oliver -- Architect - MAA




